BOLT LOCKING FRAME
/ AND COVER

N %)
IR 0 RZ CAST IRON VALVE BOX WITH LID,
/SEE STD. DTL. D—29A FOR INSTALLATION.
ke OPERATING EXTENSION
> | _—  SEE ST. DIL. D-29B.
4 1/2" VALVE BOX

SCREW-TYPE
SHEAR GATE
SEE STD. DTL. %7
D—-28.

-, —PROVIDE SUPPORT BRACING

SAND COLLAR OR
KOR—N—-SEAL BOOT

LIMIT PIPE SLOPE
TO 2% MAXIMUM

FLOW RESTRICTOR /

SEE STD. DTL. D-26.

NOTES:

1.

2.

JANUARY 2012

CORE DRILL HOLE IN CATCH BASIN LID.
GROUT WATER VALVE BOX IN PLACE.

ALL METAL PARTS & SURFACES MUST
BE CORROSION RESISTANT. STEEL
HARDWARE SHALL BE GALVANIZED.

PIPES SHALL BE GALVANIZED, ASPHALT
COATED (TREATMENT 1) OR ALUMINIZED.
COMPLETE CORROSION PROTECTION MUST
BE ASSURED.

APPLY NON—SHRINK GROUT TO INSIDE
AND OUTSIDE OF ALL JOINTS, RINGS,
RISERS, PIPE PENETRATIONS AND FRAMES.

ALL PIPES SHALL BE PERPENDICULAR
TO FACE OF VAULT.

PENETRATE CARRIER PIPE THROUGH VAULT
WALL.

o BE, 04
USE APPROVED WATERTIGHT STRUCTURE Som o C|ty Of STORM AND SURFACE
ADAPTOR. Samed: Bell WATER UTILITY

mAZ>0
SLIP SMOOTH—BORE HORIZONTAL LEG OF R elievue
FLOW CONTROL TEE INSIDE CARRIER PIPE. [T——
NO FLOW CONTROL JOINT OUTSIDE OF
STRUCTURE. SHEAR GATE

VALVE VAULT
NO SCALE NO. D-29




